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1. EXISTING MANHOLE.

2. ALTERNATE #2 - REMOVE EXISTING TRANSFORMER TO BE REPLACED.

3. EXISTING PULLBOX TO REMAIN.  REMOVE EXISTING FEEDERS

CONTAINED WITHIN.  (NOTE: VA TO CONFIRM EXISTING FEEDERS WITHIN

PULLBOX FEED T-7 WITH NO OTHER FEEDERS CONTAINED WITHIN).

4. INVESTIGATE EXISTING PULLBOX.  PULLBOXES WHICH ARE A PART OF

RACEWAY SYSTEM ROUTED FROM OLD "SWBD-4" TO SWITCHBOARD

"BLDG 7" SHALL REMAIN.  REMOVE PULLBOXES WHICH ARE RADIALLY

SERVED DEAD ENDS AND DO NOT CONSTITUTE A CONTINUATION OF THE

DUCTBANKS.

5. RELOCATE EXISTING STORAGE CONTAINER.
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